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TROUBLESHOOTING

Problem solution: NON WORKING DISPLAY

Problem solution: Error 45 / EXCITACION ERROR




Problem solution: Error 46 / EMPTY PIPE ('_]rkon
“Bowsmgm

Problem solution: UNSTABLE ZERO

In case, the data for fully filled pipe and standing flow is stable, however not zero and all above mentioned instructiones are met, please set zero via
program Flow?10







